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SINGLE DUCT AIR TERMINAL UNIT SCHEDULE - AC-8/EF-8
AIR FLOW TUS - MOUNTED REHEAT COIL (BASIS OF DESIGN: PRICE SDV OR APPROVED EQUAL)
ADDITIONAL RADIANT BASIS OF
SYSTEM AIR SIZE UNOCC/ |OR SMOKE SOUND CONTROL PERIMETER DESIGN
MARK LOCATION AREA AND/OR RM SERVED PHASE HANDLING (DIA) OCC/ MAX MIN PURGE ATTENUATION TYPE CONTROL SEQUENCE RHC ENTERING | LEAVING ENTERING TARGET MAX. MAX. NO. OF COIL DIMENSION CEILING | (OR APPROVED REMARKS
REQUIRED RHC MARK AIRFLOW MBH |HW(GPM)| WATER | WATER AIR TEMP LEAVING AIR PD WATER | ROWS OF WIDTH HEIGHT MAX FPI HEAT EQUAL)
CFM CFM CFM TEMP TEMP AIR TEMP SIDEPD | COILS
(IN) (IN)
1S-TUS-08-001 3RDFLR - LOW VOLTAGE - 3B-132 4A 1S-AC-08 / EF-08 6 350 150 nla SEE SPECS DDC-4 VAV PRICE SDV
1S-TUE-08-001 3RDFLR - LOW VOLTAGE - 3B-132 4A 1S-AC-08 / EF-08 7 450 250 nla SEE SPECS DDC-4 VAV PRICE SDV
1S-TUS-08-002 3RDFLR - IMPLANT STORAGE - 3B-133 4A 1S-AC-08 | EF-08 5 250 150 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/IUNOC, SMOKE PURGE 1-HWC-08-002 250 10.8 1.1 180 160 55 95 0.5 1.5 X XX XX 8 PRICE SDV OR SUITE SMOKE PURGE, TUS CLOSES
1S-TUE-08-002 3RDFLR - IMPLANT STORAGE - 3B-133 4A 1S-AC-08 | EF-08 4 150 (0)-CLSD | (0)-CLSD SEE SPECS DDC-2 | CV, OCC/IUNOC, SMOKE PURGE PRICE SDV UNOCC & OR SUITE SMOKE PURGE, TUE CLOSES
1S-TUS-10-003 3RDFLR - EQUIPMENT STORAGE - 3B-134 4A 1S-AC-08 / EF-08 7 500 250 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/UNOC, SMOKE PURGE 1-HWC-08-003 500 216 2.2 180 160 55 95 05 1.5 X XX XX 8 PRICE SDV OR SUITE SMOKE PURGE, TUS CLOSES
1S-TUE-08-003 3RDFLR - EQUIPMENT STORAGE - 3B-134 4A 1S-AC-08 | EF-08 8 650 350 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/IUNOC, SMOKE PURGE PRICE SDV OR SUITE SMOKE PURGE, TUE CLOSES
1S-TUS-08-004 3RDFLR - CLEAN CORE- 3B138/STERIL SVC - 3B-138B 4A 1S-AC-08 | EF-08 14 1,800 900 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/IUNOC, SMOKE PURGE 1-HWC-08-004 1800 77.8 7.8 180 160 55 95 0.5 1.5 X XX XX 8 PRICE SDV OR SUITE SMOKE PURGE, TUS CLOSES
1S-TUE-08-004 3RDFLR - CLEAN CORE- 3B138/STERIL SVC - 3B-138B 4A 1S-AC-08 / EF-08 12 1,600 700 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/UNOC, SMOKE PURGE PRICE SDV OR SUITE SMOKE PURGE, TUE CLOSES
1S-TUS-08-005 3RDFLR - ANESTHESIA WORKROOM - 3B-140 3 1S-AC-08 / EF-08 6 400 200 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/UNOC, SMOKE PURGE 1-HWC-08-005 400 17.3 1.7 180 160 55 95 05 1.5 X XX XX 8 PRICE SDV OR SUITE SMOKE PURGE, TUS CLOSES
1S-TUE-08-005 3RDFLR - ANESTHESIA WORKROOM - 3B-140 3 1S-AC-08 | EF-08 6 400 200 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/IUNOC, SMOKE PURGE PRICE SDV OR SUITE SMOKE PURGE, TUE CLOSES
1S-TUS-08-006 3RDFLR - FROZEN SECTION - 3B-142 3 1S-AC-08 | EF-08 4 150 100 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/IUNOC, SMOKE PURGE 1-HWC-08-006 150 6.5 0.6 180 160 55 95 0.5 1.5 X XX XX 8 PRICE SDV OR SUITE SMOKE PURGE, TUS CLOSES
1S-TUE-08-006 3RDFLR - FROZEN SECTION - 3B-142 3 1S-AC-08 / EF-08 6 300 250 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/UNOC, SMOKE PURGE PRICE SDV OR SUITE SMOKE PURGE, TUE CLOSES
1S-TUS-08-007 3RD FLR - HYBRID SUPPLES - 3B-145 3 1S-AC-08 | EF-08 5 200 100 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/IUNOC, SMOKE PURGE 1-HWC-08-007 200 8.6 0.9 180 160 55 95 0.5 1.5 X XX XX 8 PRICE SDV OR SUITE SMOKE PURGE, TUS CLOSES
1S-TUE-08-007 3RD FLR - HYBRID SUPPLIES - 3B-145 3 1S-AC-08 | EF-08 5 200 100 (0)-CLSD SEE SPECS DDC-2 | CV, OCC/IUNOC, SMOKE PURGE PRICE SDV OR SUITE SMOKE PURGE, TUE CLOSES
1S-TUS-08-008 3RDFLR - ELEC, IT- 3B177, 3B-176 3 1S-AC-08 / EF-08 7 500 200 nla SEE SPECS DDC-4 VAV PRICE SDV TEMP. SENSORS IN BOTH RMS. (BAS MONITORS)
1S-TUE-08-008 3RDFLR - ELEC, IT- 3B177, 3B-176 3 1S-AC-08 / EF-08 8 700 400 nla SEE SPECS DDC-4 VAV PRICE SDV
1S-TUS-08-009A 3RDFLR - PACU PATIENT BAYS - 3B-151 3 1S-AC-08 | EF-08 9 800 400 nla SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-08-009A 800 34.6 3.5 180 160 55 95 0.5 1.5 X XX XX 8 Y PRICE SDV
1S-TUS-08-009B 3RDFLR - PACU PATIENT BAYS - 3B-151 3 1S-AC-08 | EF-08 10 1,200 600 nla SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-08-009B 1200 51.8 5.2 180 160 55 95 0.5 1.5 X XX XX 8 Y PRICE SDV
1S-TUS-08-009C 3RDFLR - PACU PATIENT BAYS - 3B-151 3 1S-AC-08 / EF-08 9 800 400 nla SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-08-009C 800 34.6 35 180 160 55 95 05 1.5 X XX XX 8 Y PRICE SDV
1S-TUS-08-009D 3RDFLR - PACU PATIENT BAYS - 3B-151 3 1S-AC-08 | EF-08 10 1,200 600 nla SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-08-009D 1200 51.8 5.2 180 160 55 95 0.5 1.5 X XX XX 8 Y PRICE SDV
1S-TUE-08-009A 3RDFLR - PACU PATIENT BAYS - 3B-151 3 1S-AC-08 | EF-08 8 600 200 nla SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUE-08-009B 3RDFLR - PACU PATIENT BAYS - 3B-151 3 1S-AC-08 / EF-08 10 950 300 nla SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUE-08-009C 3RDFLR - PACU PATIENT BAYS - 3B-151 3 1S-AC-08 / EF-08 7 550 200 nla SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUE-08-009D 3RDFLR - PACU PATIENT BAYS - 3B-151 3 1S-AC-08 | EF-08 8 850 250 nla SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUS-08-010 3RDFLR - NURSE STATION - 3B-150 3 1S-AC-08 | EF-08 8 650 350 nla SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-08-013 650 28.1 2.8 180 160 55 95 0.5 1.5 X XX XX 8 PRICE SDV
1S-TUE-08-010 3RDFLR - NURSE STATION - 3B-150 3 1S-AC-08 / EF-08 8 650 350 nla SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUS-08-011 3RDFLR - CLEAN - 3B-154 3 1S-AC-08 4 150 150 nla SEE SPECS DDC-1 cv 1-HWC-08-010 150 6.5 0.6 180 160 55 95 05 1.5 X XX XX 8 PRICE SDV
1S-TUE-08-012 3RDFLR - SOILED - 3B-153, TOILET - 3B-157 3 1S-EF-08 5 250 250 nla SEE SPECS DDC-1A cv PRICE SDV
1S-TUS-08-013 3RDFLR - MEDS - 3B-152 3 1S-AC-08 5 200 200 nla SEE SPECS DDC-1 cv 1-HWC-08-012 200 8.6 0.9 180 160 55 95 0.5 1.5 X XX XX 8 PRICE SDV
1S-TUS-08-014 3RDFLR - LOUNGE - 3B-149 3 1S-AC-08 / EF-08 6 350 150 nla SEE SPECS DDC-3 CV, OCC/UNOC 1-HWC-08-013 350 15.1 1.5 180 160 55 95 05 1.5 X XX XX 8 PRICE SDV
1S-TUE-08-014 3RDFLR - LOUNGE - 3B-149 3 1S-AC-08 / EF-08 7 450 250 nla SEE SPECS DDC-3 CV, OCC/UNOC PRICE SDV
1S-TUS-08-015 3RDFLR - ELEC, IT - 3B163, 3B-162 3 1S-AC-08 | EF-08 7 500 200 nla SEE SPECS DDC-4 VAV PRICE SDV TEMP. SENSORS IN BOTH RMS. (BAS MONITORS)
1S-TUE-08-015 3RDFLR - ELEC, IT - 3B163, 3B-162 3 1S-AC-08 / EF-08 8 700 400 nla SEE SPECS DDC-4 VAV PRICE SDV
1S-TUE-08-016 3RDFLR - HAC - 3B-146, TOILET - 3B-148 3 1S-EF-08 5 250 250 nla SEE SPECS DDC-1A cv PRICE SDV
1S-TUE-08-017 3RDFLR - SOILED STORAGE - 3B-158 3 1S-EF-08 5 200 200 (0)-CLSD SEE SPECS DDC-1A cv PRICE SDV OR SUITE SMOKE PURGE, TUE CLOSES
1S-TUE-08-018 3RDFLR - SURGERY HAC - 3B-160 4A 1S-EF-08 4 150 150 nla SEE SPECS DDC-1A cv PRICE SDV
1S-TUE-08-019 3RDFLR - SOILED - 3B-161 4A 1S-AC-09 / EF-08 6 300 300 nla SEE SPECS DDC-2 cv PRICE SDV
1S-TUE-08-020 3RDFLR - INFECTIOUS FLUID MANAGEMENT - 3B-169 4A 1S-AC-09 / EF-08 5 250 250 nla SEE SPECS DDC-2 cv PRICE SDV
1S-TUS-08-021 3RDFLR - ELEC, IT - 3B-126A, 3B-126B 4A 1S-AC-08 | EF-08 7 500 200 nla SEE SPECS DDC-4 VAV PRICE SDV TEMP. SENSORS IN BOTH RMS. (BAS MONITORS)
1S-TUE-08-021 3RDFLR - ELEC, IT - 3B-126A, 3B-126B 4A 1S-AC-08 | EF-08 8 700 400 nla SEE SPECS DDC-4 VAV PRICE SDV
NOTES:
1. BASIS OF DESIGN INDICATED FOR REFERENCE OF QUALITY AND PERFORMANCE. SUBMIT EQUIVALENT PRODUCTS AND MANUFACTURERS FOR REVIEW AS REQUIRED BY SPECIFICATIONS.
2. REFER TO SPECIFICATIONS, CONTROL DIAGRAMS AND CONTROL SEQUENCES OF OPERATION FOR ADDITIONAL REQUIIREMENTS ASSOCIATED WITH THE AIR TERMINAL UNITS AND THEIR INTEGRATION WITH THE BUILDING AUTOMATION SYSTEM (BAS) FOR APPROPRIATE AIRFLOW AND TEMPERATURE CONTROL OF EACH SPACE SERVED.
SINGLE DUCT AIR TERMINAL UNIT SCHEDULE - AC-9/RF-9
AIR FLOW TUS - MOUNTED REHEAT COIL (BASIS OF DESIGN: PRICE SDV OR APPROVED EQUAL)
ADDITIONAL RADIANT BASIS OF
SIZE SOUND CONTROL PERIMETER DESIGN
LOCATION AREA AND/OR RM SERVED PHASE | SYSTEM AIR HANDLING (DIA) ocC UNOCC ATTENUATION TYPE CONTROL SEQUENCE RHC ENTERING | LEAVING ENTERING TARGET MAX. MAX. NO. OF COIL DIMENSION CEILING |(OR APPROVED REMARKS
REQUIRED RHC MARK AIRFLOW MBH HW(GPM) | WATER | WATER AIR TEMP LEAVING AIR PD WATER | ROWS OF WIDTH HEIGHT MAX FPI HEAT EQUAL)
CFM CFM TEMP TEMP AIR TEMP SIDEPD | COILS
(IN) (IN)
1S-TUS-09-001 3RD FLR - CORRIDOR C3-4, ELEV LOBBY - C3-16 4A 1S-AC-09 / RF-09 9 800 400 SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-09-001 800 34.6 35 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUR-09-001 3RDFLR - CORRIDOR C3-4, ELEV LOBBY - C3-16 4A 1S-AC-09 / RF-09 12 1,300 900 SEE SPECS DDC-2 CV, OCCIUNOC PRICE SDV
1S-TUS-09-002 3RDFLR - CONTROL - 3B-159 4A 1S-AC-09 / RF-09 5 250 150 SEE SPECS DDC-2 CV, OCCIUNOC 1-HWC-09-002 250 10.8 1.1 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUR-09-002 3RD FLR - CONTROL - 3B-159 4A 1S-AC-09 / RF-09 5 250 150 SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUS-09-003 3RDFLR - INFECTIOUS FLUID MANAGEMENT - 3B-169 4A 1S-AC-09 | EF-08 4 150 150 SEE SPECS DDC-2 cv 1-HWC-09-003 150 6.5 0.6 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUS-09-004 3RD FLR - OR NURSE MGR, IMPLANT COORD - 3B-165, 3B-168 4A 1S-AC-09 / RF-09 5 200 100 SEE SPECS DDC-3 CV, OCC/UNOC 1-HWC-09-004 200 8.6 0.9 180 160 55 95 0.5 15 X XX XX 8 PRICESDV | T-SNSRIN BOTH ROOMS, BAS AVERAGES FOR CONTROL
1S-TUR-09-004 3RD FLR - OR NURSE MGR, IMPLANT COORD - 3B-165, 3B-168 4A 1S-AC-09 / RF-09 5 200 100 SEE SPECS DDC-3 CV, OCC/UNOC PRICE SDV
1S-TUS-09-005 3RDFLR - SOILED - 3B-161 4A 1S-AC-09 | EF-08 4 150 150 SEE SPECS DDC-2 cv 1-HWC-09-005 150 6.5 0.6 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUS-09-006 3RDFLR - CORRIDOR - C3-8 4A 1S-AC-09 / RF-09 8 650 350 SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-09-006 650 28.1 2.8 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUR-09-006 3RDFLR - CORRIDOR - C3-8 4A 1S-AC-09 / RF-09 10 1,100 800 SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUS-09-007 3RDFLR - PAIN MANAGEMENT - 3B-166 4A 1S-AC-09 / RF-09 7 450 250 SEE SPECS DDC-2 CV, OCCIUNOC 1-HWC-09-007 450 19.4 1.9 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUR-09-007 3RD FLR - PAIN MANAGEMENT - 3B-166 4A 1S-AC-09 / RF-09 6 300 100 SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUS-09-008 3RDFLR - PAIN MANAGEMENT - 3B-167 4A 1S-AC-09 / RF-09 7 450 250 SEE SPECS DDC-2 CV, OCCIUNOC 1-HWC-09-008 450 19.4 1.9 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUR-09-008 3RDFLR - PAIN MANAGEMENT - 3B-167 4A 1S-AC-09 / RF-09 6 300 100 SEE SPECS DDC-2 CV, OCCIUNOC PRICE SDV
1S-TUS-09-010 3RDFLR - CORRIDOR - C3-9 1B 1S-AC-09 / RF-09 7 550 300 SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-09-010 550 23.8 2.4 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUR-09-010 3RDFLR - CORRIDOR - C3-9 1B 1S-AC-09 / RF-09 7 450 200 SEE SPECS DDC-2 CV, OCCIUNOC PRICE SDV
1S-TUS-09-011 3RD FLR - LOUNGE - 3B-131 1B 1S-AC-09 / 1S-EF-19 10 950 500 SEE SPECS DDC-3 CV, OCC/UNOC 1-HWC-09-011 950 410 4.1 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUE-09-011 3RD FLR - LOUNGE - 3B-131 1B 1S-AC-09 / 1S-EF-19 10 1,000 550 SEE SPECS DDC-3 CV, OCC/UNOC PRICE SDV
1S-TUS-09-012 3RDFLR - MALE LOCKER ROOM - 3B-130 1B 1S-AC-09 / 1S-EF-19 7 450 250 SEE SPECS DDC-2 CV, OCCIUNOC 1-HWC-09-012 450 19.4 1.9 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUE-09-012 3RD FLR - MALE LOCKER ROOM - 3B-130 1B 1S-AC-09 / 1S-EF-19 7 550 350 SEE SPECS DDC-2 CV, OCC/UNOC PRICE SDV
1S-TUS-09-013 3RD FLR - FEMALE LOCKER ROOM - 3B-129 1B 1S-AC-09 / 1S-EF-19 8 600 300 SEE SPECS DDC-2 CV, OCC/UNOC 1-HWC-09-013 600 25.9 26 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUE-09-013 3RDFLR - FEMALE LOCKER ROOM - 3B-129 1B 1S-AC-09 / 1S-EF-19 8 700 400 SEE SPECS DDC-2 CV, OCCIUNOC PRICE SDV
1S-TUS-09-014 3RD FLR - CHIEF ANESTHESIA - 3B-128 1B 1S-AC-09 / RF-09 5 200 100 SEE SPECS DDC-3 CV, OCC/UNOC 1-HWC-09-014 200 8.6 0.9 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUR-09-014 3RDFLR - CHIEF ANESTHESIA - 3B-128 1B 1S-AC-09 / RF-09 5 200 100 SEE SPECS DDC-3 CV, OCCIUNOC PRICE SDV
1S-TUS-09-015 3RDFLR - ANESTHESIA - 3B-127 4B 1S-AC-09 / RF-09 6 400 200 SEE SPECS DDC-3 CV, OCCIUNOC 1-HWC-09-015 400 17.3 1.7 180 160 55 95 0.5 15 X XX XX 8 PRICE SDV
1S-TUR-09-015 3RD FLR - ANESTHESIA - 3B-127 4B 1S-AC-09 / RF-09 6 400 200 SEE SPECS DDC-3 CV, OCC/UNOC PRICE SDV
NOTES:
1. BASIS OF DESIGN INDICATED FOR REFERENCE OF QUALITY AND PERFORMANCE. SUBMIT EQUIVALENT PRODUCTS AND MANUFACTURERS FOR REVIEW AS REQUIRED BY SPECIFICATIONS.
2. REFER TO SPECIFICATIONS, CONTROL DIAGRAMS AND CONTROL SEQUENCES OF OPERATION FOR ADDITIONAL REQUIIREMENTS ASSOCIATED WITH THE AIR TERMINAL UNITS AND THEIR INTEGRATION WITH THE BUILDING AUTOMATION SYSTEM (BAS) FOR APPROPRIATE AIRFLOW AND TEMPERATURE CONTROL OF EACH SPACE SERVED.
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